
 
 
 
 

FITTING 
Flange sealing faces of the valve are machined with a rounded bottom spiral groove (stock 
finish). 
The mounting flanges must be machined with identical or similar fashion. 

ASSEMBLY 
·  Associated flange and gasket must be preliminary cleaned out (dirt or grit is not allowed 

for sealing reasons). 
·  Minimum bolting torque: 3m.daN. 
·  Butterfly must be closed during any equipment assembly in order to avoid damages on 

the valve seat. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
ACCESSORIES 
 
 
 
 
 
 
 
 
 
 
 
 
 

3’’ “CHEMFLY” LIGHT TM butterfly valve  

Installation sheet 
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SHEET REF. PWA1712203001A 


